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1. VALVE AND CAP 1/2” COLD WATER AT STEEL FOR ION EXCHANGE SYSTEM. FURNISH (717) 845 - 7654
AND INSTALL A 1/2° NPT FEMALE CONNECTION.
2. COORDINATE EXACT LOCATION WITH OWNER. PLUMBING EQUIPMENT SCHEDULE
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OPENING ABOVE

\ EXISTING FLOOR

EXISTING STAIRS

3" FD-1, NOTE 2 j

3. FURNISH AND INSTALL 1-1/2" DRAIN LINE FROM ION EXCHANGE SYSTEM TO EXISTING
MOP RECEPTOR AND TERMINATE 3" ABOVE EXISTING MOP RECEPTOR. COORDINATE DRAIN
PIPING WMTH EQUIPMENT SUPPLIER.

4. EXISTING STREAM TABLE SHALL BE RELOCATED FROM FIRST FLOOR. REMOVE EXISTING
SANITARY PIPING THAT SERVES THE STREAM TABLE ONLY AND CAP UNDER FIRST FLOOR.
PATCH FIRST FLOOR TO MATCH EXISTING.

5. LOCATE PIPE RISERS AND DROPS AS CLOSE AS POSSIBLE TO ALLOW PIPING TO RUN IN

SE-1

SIMPLEX SEWAGE EJECTOR: PUMP SHALL BE RATED FOR 15 GPM AT 30 FT HD, 1/2 HP,
1750 RPM, 120V/1¢/60 HZ

revisions

ONE CHASE. CUT AND PATCH WALL AS REQUIRED TO MATCH EXISTING. no.| date description
@ 6.  CUT AND PATCH FLOOR TO MATCH EXISTING.
7. APPROXIMATE LOCATION OF EXISTING UNDERGROUNG POWER AND DATA CONDUITS.
COORDINATE SANITARY PIPING WITH CONDUITS.
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